MIAMI-DADE COUNTY, FLORIDA
METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 3752901  FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA) www.buildingcodeonline.com

USA Shutter Co. LLC

1455 Rail Head Blvd. Unit 6

Naples, FL 34110

Scopk:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code,
including the High Velocity Hurricane Zone.

DESCRIPTION: Aluminum Maestroshield Roll Down Shutter

APPROVAL DOCUMENT: Drawing No. FL 00058, titled “84X84 AL MAESTROSHIELD SHUTTER-IN-
A-BOX?”, prepared by Luis R. Lamas, P. E. dated 12/15/06, with last revision on 12/28/06, sheets 1 through 7 of 7
signed and sealed by Luis R. Lamas, P. E. , bearing the Miami-Dade County Product Control Approval stamp
with the Notice of Acceptance number and expiration date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA consists of this page 1 and evidence pages E-1, as well as approval document mentioned above.

The submitted documentation was reviewed by Mohammed Igbal Shaikh, P.E.

NOA No 06-1030.02
Expiration Date: 02/08/12
Approval Date: 02/08/07
Page 1




USA Shutter Co. LLC

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

DRAWINGS

1. Drawing No FL 00058, titled “84X84 AL MAESTROSHIELD SHUTTER —IN-A
BOX ”, prepared by Luis R. Lamas P.E. dated 12/15/06, with last revision on
12/28/06, sheets 1 through 7 of 7, signed and sealed by Luis R. Lamas P.E.

TESTS

1. Test report on Uniform Static Air Pressure Test per TAS 202, Test report on Large

Missile Impact Test per TAS 201 and Cyclic Wind Pressure Test per TAS 203 of
extruded aluminum roll-up shutters, prepared by Hurricane Test Laboratory, LLC.,
Report No. 0432-0804-06, dated 10/02/06 signed and sealed by Vinu J. Abraham P.
E. and Certified Testing Laboratories Report # CTLA 1609W and 1606W06 signed
and sealed by Ramesh Patel P.E. dated 12/08/06.

CALCULATIONS
1. Calculations dated 12/19/2006 signed and sealed by Luis R. Lamas, P.E.

QUALITY ASSURANCE
1. Miami Dade Building Code Compliance Office (BCCO).

STATEMENTS
1 Statement letter of compliance with the 2004 Florida Building Code and no

Financial Interest dated December 28, 2006, signed and sealed by Luis R Lomas,
PE.

I St pd L

" 7/ Mohammed Igbal Shaikh, P.E.
Sr. Building Code Compliance Specialist
NOA No 06-1030.02

Expiration Date: 02/12/12

Approval Date: 02/08/07




REVISIONS

88.38" MAX. UNIT WIDTH REV DESCRIPTION DATE APPROVED
A | ADDED NOTE 11 12/28/06 |R.L.
- A
NOTES:
1) THE PRODUCT SHOWN HEREIN IS DESIGNED AND MANUFACTURED TO COMPLY WITH
THE 2004 FLORIDA BUILDING CODE, INCLUDING THE HVHZ.
© ® 2)  WOOD FRAMING AND MASONRY OPENING TO BE DESIGNED AND ANCHORED TO
PROPERLY TRANSFER ALL LOADS TO STRUCTURE. FRAMING AND MASONRY
® ® OPENING IS THE RESPONSIBILITY OF THE ARCHITECT OR ENGINFER OF RECORD.
3)  CONTRACTOR IS RESPONSIBLE FOR MAINTAINING STRUCTURAL INTEGRITY OF
© ® WINDOW OPENING AND ALL WOOD FRAMING AROUND WINDOW.
o o 4)  ALL EXTRUSIONS ARE 6063—T5 ALUMINUM ALLOY, UNLESS OTHERWISE NOTED.
5)  ALL FASTENERS, NUTS AND WASHERS SHALL BE GALVANIZED OR STAINLESS STEEL
® ® WITH A MINIMUM TENSILE STRENGTH OF 60KSI.
- A 6) APPLICABLE TEST REPORT: CTLA 1606W, CTLA 1609W AND HTL 0432-0804-06
UNLIMITED. © © 7)  REFER TO ANCHOR SCHEDULE CHART FOR ANCHOR TYPE, SUBSTRATE TYPE, EDGE
HEIGHT DISTANCE AND MINIMUM EMBEDMENT.
B D ® 8) FOR MINIMUM REQUIRED SEPARATION BETWEEN PRODUCT AND EXISTING GLASS AND
l o RATING DESIGN PRESSURES SEE DFSIGN PRESSURE CHART ON SHEET 1.
© ® 9) UNITS MAY BE MULLED TOGETHER INDEFINITELY USING APPROVED MULLIONS AS
REQUIRED.
® ® 10) FOR UNITS WITH STORM BARS SEE CHARTS AND INSTALLATION DETAILS ON SHEET 3.
o o 11) OPERATION OF ROLLUP MECHANISM IS NOT PART OF THIS APPROVAL. CARE SHOULD
BE TAKEN WHEN SHUTTER IS IN MOTION ENSURING THAT PERSONAL INJURY OR
DAMAGE TO THIS PRODUCT DOFES NOT OCCUR.
® ®
—6.00" MAX. O.C.
® ® 6.00 0.C TABLE OF CONTENTS
SHEET NO. DESCRIPTION
© @ 700" MAX
: : 1 FLEVATION ANCHORING AND GENERAL NOTES
2 STORM BAR ELEVATION AND ANCHORING
ROLL-UP SHUTTER-IN-A-BOX 3 INSTALLATION DETAILS
l:‘LﬁI(DT;ORI?H)\ilaE‘II/V 4 ANCHOR CHARTS FOR UNIT WITHOUT STORM BARS
5 ANCHOR CHARTS FOR UNITS WITH STORM BARS
6 STORM BAR DETAILS AND B.O.M.
DESIGN PRESSURE AND MiIN. 7 COMPONENTS
SEPARATION CHART
FOR UNITS WITHOUT STORM BARS LARGE MISSILE IMPACT
RESISTANT
, Max. Minimum
Slat length (in) Max. Design deflection | separation from '
Pressure (psf) . I X USA SHUTTER COMPANY LLC
e (in) glass (in) 1455 RAIL HEAD BLVD, UNIT 6 _
53.38 20. 3.000 4.00 A , NAPLES, FL 34110
F)ﬁ%::ﬁl m@% with #s : o a&‘?{ /Dé
64.88 556.0 3.000 4.00 Date__ o 84X84 AL MAESTROSHIELD SHUTTER—IN—A-BOX
84.65 30.0 3.000 4.00 gﬁ?nﬁ“&?“ LY. ELEVATION, ANCHORING AND NOTES
’ ﬁPMuctGws;sg DRAWN: DWG NO.

Bivisi i .
ivision Luis B. Lomgs P.E.

R.L. FL 00058 Florida No. 62514
SCALE NTS DATE 12/15/06 SHEET»] OF 7




REVISIONS

6'00” 88‘37” MAX' UNH— W|DTH REV DESCRIPTION DATE APPROVED
A ADDED NOTE 11 12/28/06 R.L.
- F — C
m =
® 1 ®
~E -=C STORM BAR LOCATION
© © FOR 88.38", 68.50" AND 50.78" WIDE
o o UNITS WITH ONE STORM BAR
® ®
® ®
84,007
MAX. ® ®©
UNIT )
EIGHT ® ® 44197 MAX. l
34.25"7 MAX. |
® ® 28.507 MAX. 88 38"
68.50”
® ® 57.00
® ®
® ®
® ——— ®
D STORM BAR LOCATION
© © FOR 88.38" WIDE UNITS WITH TWO
— STORM BARS
ROLL-UP SHUTTER-IN-A-BOX p
WITH STORM BARS D D
EXTERIOR VIEW
DESIGN PRESSURE CHART (PSF) D
VALUES ARE FOR UNITS WITH ONE SINGLE STORM l {
BAR UNLESS OTHERWISE NOTED -~ 23.19” | 42.00” |
Height Stom bar spacing "
(in) 28.5 34.3 44.2 42.0 88.38
48.0 -* 1200 | 120.0 120"
54.0 -* 120.0 | 120.0 | 120*
60.0 - 120.0 | 107.7 | 120*
66.0 - 1165 | 89.0 | 120~ USA SHUTTER COMPANY LLC
720 | 1193 97.9 74.8 | 105.1* 1455 RAIL HEAD BLVD, UNIT 6
78.0 | 1016 | 834 63.7 | 89.6~ Agproved st complykog i s NAPLES, FL 34110
84.0 87.6 71.9 549 | 77.2** Date___0 84X84 AL MAESTROSHIELD SHUTTER—IN—A-BOX

NOA# Db =5 0:D2

* UNITS 57" WIDE UP TO 68" HEIGHT DON'T REQUIRE STORM BARS STORM BAR ELEVATION AND ANCHORING

TO ACHIEVE HEIGHER DESIGN PRESSURES. REFER TO CHART IN
SHEET ONE.

* DESIGN PRESSURES ARE BASED ON TWO STORM BARS PER UNIT.

Miami Dede Product Contrsh

DRAWN: DWG NO.
R.L.

FL 00058

SCALE NTS DATE 12/1 5/06

SHEET 2 OF 7

Luis R. Lomas P.E.
Florida No. 62514




SEE ANCHOR CHART SEE ANCHOR CHART

FOR TYPE FOR MIN. EDGE
AND SPACING DISTANCE
CONCRETE EXISTING
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CHART FOR S T SHEE&WJ TOR
MIN. EMB. R SEPARATION
f D | R i
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BY OTHERS

: SLAT
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CONCRETE INSTALLATION SHOWN
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SUBSTRATES
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AND SPACING DISTANCE
CONCRETE
BY OTHERS
,\/v
i SRR S AT s f. EXISTING
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SN | I SEE CHART
EXTERIOR FINISH {) MIN.
BY OTHERS | SEPARATION
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—= = 1.12" MIN. ENGAGEMENT
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SUBSTRATES

PLUG
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SEE ANCHOR CHART
FOR MIN. EMB.

EXTERIOR FINISH
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i N
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BY OTHERS

SECTION A-A
CONCRETE INSTALLATION SHOWN
SEE CHART SHEET 3 FOR OTHER
SUBSTRATES
SLATS NOT SHOWN FOR CLARITY

Approved a3 suwctvhv all die

Flovide Guobiine Cade
- o2/p &/

\\¥—SEE ANCHOR CHART
FOR TYPE AND SPACING

REVISIONS

REV

DESCRIPTION DATE APPROVED

A | ADDED NOTE 11

12/28/06 | R.L.

SEE ANCHOR CHART
FOR MIN. EMB.

EXTERIOR FINISH
///P—BY OTHERS
- BUILD~OUT

TN
l
N

T~ SEE ANCHOR CHART
FOR TYPE AND SPACING

~

~— CONCRETE
BY OTHERS

Nia®

SECTION A-A

CONCRETE INSTALLATION SHOWN
SEE CHART SHEET 3 FOR OTHER

SUBSTRATES

SLATS NOT SHOWN FOR CLARITY

USA SHUTTER COMPANY

1455 RAIL HEAD BLVD, UNIT 6
NAPLES, FL 34110

LLC

/%; Ry

84X84 AL MAESTROSHIELD SHUTTER—-IN—-A-BOX
INSTALLATION DETAILS

/ge/ffé}'l/? 4

DRAWN:
R.L.

DWG NO.

Luis R. Lomas P.E.

FL 00058 Florida No. 62514

SCALE NTS

DATE 12/15,/06

SHEET 3 OF 7



REVISIONS

ANCHORING CHART FOR SLAT ANCHORING CHART FOR SLAT REV PESCRIPTION CATE APPROVED
LENGTHS UP TO 84.65" LENGTHS UP TO 64.88" A | ADDED NOTE 11 12/28/06 | R.L.
FOR UNITS WITHOUT STORM BARS FOR UNITS WITHOUT STORM BARS
Minimum | Minimum Max. O.C Max. Minimum | Minimum Max. O.C. Ma-x.
Anchor type Substrate |embedment edge (i.n) - Design Anchor type Substrate [embedment edge (in) Design
{in) distance pressure {in) distance pressure
174" Elco Tapcon 175 2.50 8.00 30 174" Eico Tapcon 1.75 2.50 6.00 53.3
174" [TW Tapcon 1.75 250 5.00 30 174" TTW Tapcon 1.75 2.50 6.00 533
174" Elco Crete-Flex 175 175 5.00 30 174" Eico Crete-Flex 1.75 175 6.00 53.3
1/4" Panelmate Male Concrete 175 2.50 6.00 30 1/4" Panelmate Male Concrete 1.75 2.50 8.00 53.3
1/4" Panelmate Female 3,000 psi 1.75 2.50 6.00 30 1/4" Panelmate Female 3,000 psi 1.75 2.50 6.00 53.3
1/4" Sleeve anchor min. 1.13 1.50 6.00 30 1/4" Sleeve anchor min. 1.13 1.50 6.00 53.3
114" Powers Calk-in 0.88 3.00 6.00 20 174" Powers Calk-in 0.88 3.00 6.00 53.3
174" Drop-in bolt 7.00 3.50 5.00 30 774" Drop-in bolt 1700 3.50 6.00 53.3
[1/4" All points solid set 0.88 3.00 6.00 30 174" All points solid set 0.88 3.00 6.00 53.3
1/4" Elco Tapcon 1.25 2,50 6.00 30 /4" Elco Tapcon 1.25 2.50 6.00 43
1/4" ITW Tapcon 1.25 2.50 6.00 30 1/4" ITW Tapcon 1.25 2.50 6.00 39
m §'°° ]Cfefte-';n'e;( :gg ;gg g-gg gg /4" Eico Crete-Flex 1.25 2.50 6.00 53.3
aneimate Male . . . "
T2 Paneimate Female | '™ %% 725|300 600 | & Pansimate Femais ] "1 Mook 35— 506|600 | 85
1/4" Sleeve anchor 1.13 1.50 6.00 80 1/4" Sleeve anchor 1.13 1.50 6.00 53.3
1/4" Powers Calk-in 0.88 3.00 6.00 30 774" Powers Calk-in 0.68 3.00 6.00 43
14" Alf points solid set 0.88 3.00 6.00 30 14" All pomts solid set 0.88 3.00 6.00 53.3
1/4" Lag screw 0.75 N/A 6.00 30 0
#14 Wogod screw Wood .83 0.75 N/A 6.00 30 14" Lag screw Wood .53 0.75 /A 6.00 233
774" Paneimate Male | SPecific—o—¢ 1.88 5.00 30 #14 Wood screw min. specific —o-r N/A 6.00 533
- gravity - . - 1/4" Paneimate Male . 0.75 1.88 6.00 53.3
1/4° Panelmate Female 0.75 1.88 6.00 30 - gravity
77474 Tok Screw T hick AL]— N/A A 5.00 ) 14 Paneimate Female 0.7 1.88 5.00 23.3
: 17414 Tek Screw /8" thick AL|  N/A NIA 6.00 533
ANCHORING CHART FOR SLAT
LENGTHS UP TO 53.38"
FOR UNITS WITHOUT STORM BARS
Minimum | Minimum Max. O.C Max.
Anchor type Substrate |embedment| edge (i-n) T Design
(in) distance pressure NOTES:
114" Elco Tapcon 175 2.50 6.00 120 1) INSTALL ANCHORS PER MANUFACTURER'S INSTALLATION
174" ITW Tapcon 1.75 2.50 6.00 120 INSTRUCTIONS
1/4" Eco Crete-Flex 1.75 1.75 6.00 120 :
1/4" Panelmate Male Concrete 1.75 2.50 6.00 120 2) MINIMUM EMBEDMENT SHALL BE PER ANCHOR CHART.
1/4" Paneimate Female 3,000 psi 1.75 2.50 8.00 120 QSEETOHFTSG Mé)NR‘ngH EERM E\3/\/EADL,\I{EEIT[\JIISSH SEYOND STUEED.
S Ssew oL m e L o - 3)  TEK SCREWS MUST PENETRATE BEYOND THE ALUMINUM
174" Brop-n bot 700 350 500 35 BUILD—OUT A MINIMUM OF THREE PITCH THREADS.
1/4° All points solid set 0.88 3.00 6.00 120 4)  WOOD FRAMING TO BE .53 MINIMUM SPECIFIC GRAVITY
1/4" Eico Tapcon 1.25 2.50 6.00 53
174" ITW Tapcon 1.25 2.50 6.00 48
1/4" Elco Crete-Flex 1.25 2.50 6.00 91
1/4" Panelmate Male Hollow block 1.25 2.00 6.00 82
1/4" Panelmate Female 125 2.00 6.00 82 USA SHUTTER COMPANY LLC
1/4" Sleewe anchor 1.13 1.50 6.00 84 1455 RAIL HEAD BLVD, UNIT 6
174" Powers Calk-in 0.88 3.00 6.00 53 NAPLES, FL 34110
1/4" All points solid set 0.88 3.00 6.00 116
1/4" Lag screw Wood 53 0.75 N/A 6.00 120 84X84 AL MAESTROSHIELD SHUTTER-IN—-A-BOX
#14 Wood screw min spéciﬁc 0.75 N/A 6.00 120 ANCHOR CHARTS FOR UNITS WITHOUT STORM BARS
1/4" Panelmate Male it 0.75 1.88 6.00 120 T — )
1/4" Panelmate Female | o 0.75 188 6.00 120 R L L 00058 A | Luis R Lomas P.E.
174-14 Tek Screw 178" thick AL| __NIA N/A 6.00 120 - Florida No. 62514

SCALE NTS

SHEET4 OF 7

DATE 12/15/06



REVISIONS

ANCHORING CHART FOR SLAT ANCHORING CHART FOR SLAT REV DESCRIPTION DATE APPROVED
LENGTHS UP TO 84" LENGTHS UP TO 84" A | ADDED NOTE 11 12/28/06 | R.L
UNITS WTH ONE STORM BAR UNITS WTH TWO STORM BARS
Minimum | Minimum Max. 0.C Max. Minimum | Minimum Max. O.C Max.
Anchor type Substrate lembedment| edge (i.n) e Design Anchor type Substrate |embedment| edge (I.n) e Design
(in) distance pressure (in) distance pressure
1/4" Elco Tapcon 1.75 2.50 8.00 120 1/4" Elco Tapcon 1.75 2.50 6.00 120 ANCHORING CHART FOR SLAT
1/4" [TW Tapcon 175 2.50 6.00 120 114" ITW Tapcon 1.75 2.50 6.00 120 "
1/4" Elco Crete-Flex 175 175 6.00 120 1/4" Eico Crete-Flex 1.75 1.75 6.00 120 LENGTHS UP TO 53.3
1/4" Paneimate Male Concrete 1.75 2.50 6.00 120 1/4" Paneimate Male Concrete 1.75 2.50 6.00 120 UNITS WITH ONE STORM BAR
1/4" Panelmate Female 3,000 psi 1.75 2.50 6.00 120 1/4" Panelmate Female 3,000 psi 1,756 2.50 6.00 120 Minimum | Minimum Max. 0.C Max.
1/4" Sleeve anchor min. 1.13 1.50 6.00 120 1/4" Sleeve anchor min. 1.18 1.50 8.00 120 Anchor type Substrate {embedment edge (i.n) o Design
1/4" Powers Calk-in 0.88 3.00 8.00 120 1/4" Powers Calk-n 0.88 3.00 6.00 120 {in) distance pressure
1/4" Drop-in bolt 1.00 3.50 6.00 101 1/4" Drop-n bolt 1.00 3.50 6.00 120 1/4" Elco Tapcon 1.75 2.50 6.00 120
1/4" All points solid set 0.88 3.00 .00 120 114" Al points solid set 0.88 3.00 6.00 120 1/4" ITW Tapcon 1.75 2.50 6.00 120
1/4" Eico Tapcon 1.25 2.50 .00 62 1/4" Elco Tapcon 1.25 2.50 6.00 120 1/4" Elco Crete-Flex 1.75 1.75 6.00 120
174" TTW Tapcon 1.25 250 8.00 57 1/4" ITW Tapcon 1.25 2.50 6.00 110 1/4" Panelmate Male Concretg 1.75 2.50 6.00 120
174" Eico Crete-Flax 125 250 500 108 1/4" Elco Crete-Flex 1.25 250 6.00 120 1/4:: Panelmate Female 3,009 psi 1.75 2.50 6.00 120
1/4" Panelmate Male Hollow block 1.25 2.00 .00 97 1/4" Panelmate Male Hollow block 1.25 2.00 8.00 120 1/4" Sleeve anchor min. 1.13 1.50 6.00 120
/4" Paneimate Female | oIow bloc 155 5.00 5.00 37 1/4" Panelmate Female 1.25 2.00 6.00 120 1/4" Powers Calk-in 0.88 3.00 6.00 120
1/4" Sleeve anchor 113 1750 5.00 ) 1/4" Sleeve anchor 1.13 1.50 6.00 120 1/4" Drop-in boit _ 1.00 350 6.00 120
174" Powers Calkin 0.66 3.00 6.00 &2 1/4" Powers Calk4n 0.88 3.00 6.00 120 1I4" All points solid set 0.88 3.00 6.00 120
5 i . 174" All points solid set 0.88 3.00 6.00 120 1/4" Elco Tapcon 1.25 2.50 6.00 97
174" All points solid set 0.88 3.00 6.00 120 T W Taoson ToE 555 500 5
174" Lag screw 0.75 NA 6.00 120 1/4" Lag screw Wood 53 0.75 N/A 6.00 120 . p : : :
Wood .53 #14 Wood screw . 0.75 N/A 6.00 120 1/4" Eico Crete-Flex 1.25 2.50 6.00 120
#14 Wood screw . . 0.75 N/A 6.00 120 min. specific : : T
min. specific 174" Panelmate Male . Spi 0.75 188 600 190 1/4" Panelmate Male 1.25 2.00 6.00 120
1/4" Panelmate Male : 0.75 1.88 6.00 120 gravity ' - - 174 Paneimate Eemale | oHOW block - 500 6.00 120
0 gravity 1/4" Panelmate Female 0.75 1.88 6.00 120 : : :
1/4" Panelmate Female 0.75 1.88 6.00 120 — 174" Sleeve anchor 113 150 .00 120
17414 Tek Screw 178" thick AL| __ N/A N/A 6.00 120 1/4-14 Tek Screw 178" thick AL]  N/A N/A 6.00 120 /& Powers Callir 0,88 300 560 57
1/4" All points solid set 0.88 3.00 6.00 120
1/4" Lag screw 0.75 N/A 6.00 120
#14 Wood screw mfxfde'fﬁc 0.75 NiA 8.00 120
1/4" Panelmate Male 'ra\eit 0.75 1.88 6.00 120
1/4" Panelmate Female gravity 0.75 1.88 6.00 120
ANCHORING CHART FOR SLAT 1/4-14 Tek Screw 178" thick AL| __ N/A NA 6.00 120
LENGTHS UP TO 64.88"
UNITS WITHT ONE STORM BAR
Minimum | Minimum Max. O.C. Max.
Anchor type Substrate [embedment edge (i'n). : Design
(in) distance pressure NOTES:
1/ Eico Tapcon 1.75 2.50 6.00 120 1) INSTALL ANCHORS PER MANUFACTURER’S INSTALLATION
1/4" ITW Tapcon 1.75 2.50 6.00 120
1/4" Elco Crete-Flex 175 1.75 6.00 120 INSTRUCTIONS.
1/4" Panelmate Male Concrete 175 250 6.00 120 2)  MINIMUM EMBEDMENT SHALL BE PER ANCHOR CHART.
1/4" Panelmate Female 3,000 psi 175 250 6.00 120 égg ?A—f TO RE}G MgN Ri Mg% EERM E\SNEADLI\C Ef;ITN‘ISSH BEYOND STUCCO,
1/4" Sleeve anchor min. 113 1,50 6.00 120 HI .
174" Powers Calkan 0.88 3.00 .00 120 3)  TEK SCREWS MUST PENETRATE BEYOND THE ALUMINUM
1/4" Drop-in bolt 1.00 3.50 6.00 120 BUILD-OUT A MINIMUM OF THREE PITCH THREADS.
1/4" All points solid set 0.88 3.00 6.00 120
174" Elco Tapcon 125 250 500 1 4y WOOD FRAMING TO BE .53 MINIMUM SPECIFIC GRAVITY.
1/4" ITW Tapcon 1.25 2.50 6.00 74
1/4" Elco Crete-Flex 1.25 2.50 6.00 120
1/4" Panelmate Male Hollow block 1.25 2.00 6.00 120
1/4" Panelmate Female 1.25 2.00 6.00 120
174" Sleeve anchor 113 150 6.00 120 USA SHUTTER COMPANY LLC Ve N
1/4" Powers Calk-in 0.88 3.00 6.00 81 1455 RAIL HEAD BLVD, UNIT 6 %y ;5/ 3t
1/4" All points solid set 0.88 3.00 6.00 120 NAPLES, FL 34110 A / /
1/4" Lag screw 0.75 N/A 6.00 120 BAER ok
#14 Wood screw Nood 55 075 A 5.00 120 84X84 AL MAESTROSHIELD SHUTTER—IN—A—BOX SEEE eh
1/4" Paneimate Maie m'"'rzz‘t"c' ¢ 0.75 188 .00 120 ANCHOR CHARTS FOR UNITS WITH STORM BARS _
174" Paneimate Femaie gravity 0.75 188 6.00 120 T S — )
17414 Tek Screw 776" thick AL|___N/A A 6.00 120 R.L FL 00058 A L’_}?'S _5- [FJO mes, SPI')EL'
i ornaa a.
SCALE NTS DATE 1 2/1 5/06 SHEET5 OF 7 .




REVISIONS

DESCRIPTION DATE APPROVED

" A ADDED NOTE 11 12/28/06 R.L.
] ]
1 !
. PARTS LIST
\_@ NO. | PART NUMBER DESCRIPTION
o o 1 HOOD, ALUMINUM
2 HOOD FRONT, ALUMINUM
3 BRACKET RIGHT, ALUMINUM
- T ] 1 4 MOTOR TUBE, ALUMINUM
5 MOTOR
STORM BARS/SSIEIL\.IACT-/gN TOP SIDE DETALL F - SR e
FOR INSTALLING SPRING BLOCK TO STORM BAR SPRING BLOCK ASSY INSTALLATION ’ MOTOR MOURT NUTS
SEE DETAIL F TO STORM BAR 8 SIDE RAIL, ALUMINUM
9 SLAT, ALUMINUM
10 STANDARD BUILD—OUT, ALUMINUM
OR 11 OPTIONAL BUILD—0UT, ALUMINUM
12 414 X 3/4" SMS
13 BEARING HOUSING, ALUMINUM
@ /@ 14 BOTTOM SLAT, ALUMINUM
. 15 HEADER 2X4X1/8" ALUMINUM 6063-T5
% 16 | 3860267—2 | SPRING BLOCK ASSEMBLY
o o /@ 17 STORM BAR 2X4X1/8" ALUMINUM 6063~T5
@ 18 410 TEK SELF TAPPING SCREW
SLASTIC GUIBE 19 POWER BOLT 1/27X3"
20 LAG SCREW 1/2"X3"
21 BOLT HH 1/2—13X3” WITH WASHERS AND NUT
22 MOUNTING ANGLE 2°X4”X1/8" 3" LONG
23 SPACER

SECTION D-D

SECTION E-E
STORM BAR INSTALLATION BOTTOM HEADER INSTALLATION
SIDE
FOR INSTALLING SPRING BLOCK TO STORM BAR
SEE DETAIL F USA SHUTTER COMPANY LLC

1455 RAIL HEAD BLVD, UNIT 6
NAPLES, FL 34110

84X84 AL MAESTROSHIELD SHUTTER—-IN—A-BOX
STORM BAR DETAILS AND B.O.M.

DRAWN: DWG NO. REV

R.L. FL 00058 A
SCALE NTS DATE 12/1 5/06 SHEET6 OoF 7
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Luis R. Lomas P.E.
Florida No. 62514




REVISIONS

REV DESCRIPTION DATE APPROVED

i 315" | A | ADDED NOTE 11 12/28/06 |R.L.
I - 3.15
1.00"
! |
(7) STANDARD BUILD-OUT 2007
ALUMINUM L
r~———wom—m——ﬂ (:)OPWONALBUMDOUT
ALUMINUM
\@ 2:007 | 4.00" |
® HEADER “P
ALUMINUM
. ()  STORMBAR
' 3/8" AL ROD ALUMINUM
]
—  3.00" =
e - 213" 1.50°
A N |
\LSPRING 107" S~ 0.56”
3 SPRING BLOCK ASSY !
1.007
. T 1O
HOOD ASSEMBLY - 4.00" 55"
EXPLODED b
N @ SPACER @ MOUNTING ANGLE
ALUMINUM ALUMINUM
3.15”7 { 2.49” '
| S USA SHUTTER COMPANY LLC
f ‘ | | 1455 RAIL HEAD BLVD, UNIT 6
119" Ei::::} N NAPLES, FL 34110
* 1‘ 84X84 AL MAESTROSHIELD SHUTTER-~IN—A-BOX
COMPONENTS
SIDE RAIL @ SLAT BOTTOM SLAT o e il
ALUMINUM ALUMINUM ALUMINUM — Florida No. 62514
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